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IRC5 Programacao
Basica

Capitulo 09
Backup & Restore
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IRCS Programagdo Bdsica

IRC5 Programming Basic
Topicos

m Backup
m Porque
= Como

= Quando
= Aspectos de seguranga
m Precaucoes
= O que é armazenado
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IRCS Programagdo Bdsica

IRC5 Programming Basic
Backup — IRC5

m F&cil recuperacao de informagdes
m Se o sistema corromper
m Posicdes programadas perdidas

m Upgrade de software

AL IR IR | Manual Guard Stop X
CourseSystem({TELLUS) Stopped (Speed 100%)

alll

Backup and Restore

Choose to backup the current system or to restore an old system
by selecting the corresponding icon.

Backup Current System... Restore System...
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IRCS Programagdo Bdsica

IRC5 Programming Basic
Backup — IRC5

= O que contém num backup?
m Todos os arquivos e diretérios de programa

m system parameters

| @ [ BB X B

b ;K’;fa Ci\DatalCourseSystem|BACKUP|Backup_20040504

; Bl == L ame 1. |
E-1 Coursesystem ]l '@w (C1BackvFo
- B3 eacke @l L. CaHome

- || Backup_20040504 [lrerm

Casvspar
|| select an item to view its description. [ system.ml
[ T
)|t Documents
(3 Backan_20040504.1 My Wetuwork Places
| 0 Home My Computer
3 TERNAL
L (D sveear

Typical filesifolders

within a backup! “ l. I.
MPpD
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IRCS Programagdo Bdsica

IRC5 Programming Basic
Backup — IRC5

m O que pensar antes de efetuar um backup
m |IRC5 pode ter varios sistemas instalados

m Sempre checar o sistema atual

tnuréeSyétém ”
Ak Ik BB | manual Guard Stop x
FRIpEP CourseSystem(TELLUS) Stopped (Speed 100%)

G+ System Info

= controller properties: - Name:
I TELLUS
fsd Network connections: N Current system:

CourseSystem

) Installed systemns:

Systemn properties:
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IRCS Programagdo Bdsica

IRC5 Programming Basic
Backup — IRC5

= Sempre
= Nomear o backup
m Anotar a data que foi efetuado
m Armazenar o backup em local seguro

‘.‘) Backup Current System

Tap Backup to save all modules and system parameters
to the selected folder.

Alwaye give the Backup a good name!

Keeping the date is a good ideal

Backup folder:
Name_20040503 ABC

Backup path:
IF: /Arbete/System/CourseSystem/BACKUP/

Backup will be created at:

IF :/Arbete/System/CourseSystem/BACKUP,/Backup_20040503/

A\ IDED
Backup Cancel MpD
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IRCS Programagdo Bdsica

IRC5 Programming Basic
Restore — IRC5

m Lembrar
m Backup de S4 nao € possivel restaurar em IRC5
m Sempre checar se esta restaurando o backup correto

llCoursesystem i 13l x|

AL 0P BB | Manual Guard Stop ><
FRIPEP | coursesystem(SEABBYSTWGE529)  Stopped (Speed 100%

% Restore System

Tap Restore to restore the selected backup.
Tap here to locate
A warm start will occur after Restore. your backup
All unsaved changes made to system parameters folder!

and modules will be lost.

Backup folder: l

|C :/Data/CourseSystem i

Restore Cancel "“ == ==
Resor
| Restore
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IRC5 Programming Basic

Backup e Restore — Backup the System

m ABB recomenda efetuar o backup:
m Sempre que instalar um novo RobotWare
m Sempre que efetuar mudangas em programas e parametros
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IRCS Programagdo Bdsica

IRC5 Programming Basic ;,(;
Exercicios :
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IRCS Programagdo Bdsica

IRC5 Programming Basic
Backup

m Procedimento

Passo  Acéo
1 Pressione ABB
2 Pressione Backup and Restore.
YT o0 et 5] |
(7 FlexPendant Explorer b Backup and Restore —
a Inputs and Outputs & ‘Calibration
é Jogging f Control Panel
& Production Window g—j Event Log
Program Data % Lock Screen
b Program Editor 63 Operator Window -
% System Info [
@ Logout (Default User) Restart =
s
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IRCS Programagdo Bdsica

IRC5 Programming Basic
Backup (2)

m Procedimento

Passo Acao Info/llustracao

3 Pressione Backup.

Manwal Matars OIF
FLIPEP | systemL{SEVST-W-DI00953) Stopped [Speed 100%)

) Backup and Restore

Choase to hackep the cureent system or ta restare an ald system
by selecting the cor leom,

Backup Current System... Restore System...
= o e e = )

Xx0300000440
O diretério de backup é mostrado
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IRCS Programagdo Bdsica

IRC5 Programming Basic
Backup (3)

m Procedimento

~ Info/
P A . ~

asso ¢ao lilustragao
4 Se o diretério estiver correto pressione Backup .

Se ndo pressione ... e selecione o backup correto

Maral Matars
FREPED | Systent (SEVET-W-0000053) Stapped (Speed 100%)

) Rackup Current System

Tap Backup to save all modides and system paramators
to the selected fokter.

Backup folder:

[Backup_20040504 ABC
Backup path:

[c:/Program Flles/ABS Industrial [T/Robatics 1T/ Mediapaal/l
Bockup will be created at:

[€:/Program Files/ABS Industrial [T/Rebotics IT/Mediapas]/RobotWare_5.041

Badkup Cancel
r= (@]

xx0300000441

O nome do backup é criado a partir da data atual
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IRCS Programagdo Bdsica

IRC5 Programming Basic
Backup (4)

m Procedimento

~ Info/
Passo Acao ~
llustracao
5 Selecione o diretorio desejado
6 Pressione OK

%) Restore System

Tap Restore to restore the selected backup,
A warm start will ocour after Restore.

All ursawed changes made bo system parameters
and modules will be lost,

Hackup folder:

|C:,n'D.:|I.1,fS,5Iem1 e

Restore Cancel

xx0300000443
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IRC5 Programming Basic

Backup and Restore — Restore the System

= ABB recomenda efetuar o Restore:
m Se houver suspeita de arquivo corrompido

m Se a mudanga feita ocasionou algum problema
= Durante o Restore, todos os parametros sdo atualizados

m O diretdério Home é atualizado
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IRCS Programagdo Bdsica

IRC5 Programming Basic
Restore

m Procedimento

Passo

Acao

Pressione ABB.

Pressione Backup and Restore.

Info/llustracao

= Inputs and Outputs W) Backup and Restore
-2, Jagaing 7 calibration
8 Production Window | control Panel
2 Programpata B Eventlog
% Program Editor @ Lock Screen
Gﬁ Operator Window
G% System Info
I@ Lagout Restart
X+0300000439
o
2
o
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IRCS Programagdo Bdsica

IRC5 Programming Basic
Restore (2)

m Procedimento

Passo Acao Info/llustracao

3 Pressione Restore.

Mators OFF

Maneal
FRAPEP | Systeni(SEVET-W-D000953) Stopped (Speed 100%}

i Backup and Restore

Choose to hackup the current system or to restare an okd system
by setecting the correspording lcon,

Backup Carment System.. Restore Bystem...

[ ) e O = )
Xx0300000440
O backup selecionado é mostrado
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IRCS Programagdo Bdsica

IRC5 Programming Basic :; ,(;
Restore (3) :

m Procedimento

Info/

Passo Acéao llustracao

4 Se o diretorio esta correto pressione OK . Se nao
pressione ... para escolher o diretério

) Backup Current System

Tap Badkep to save all modules and system paramsters
o the selected fokler.

Backup foldoer:
[Backup_20040504 ABC
Backup path:

[cz/Program Flles/ABB Industrial IT,Robotics 1T/ Mediapaoli

Backup will be created at:

[cz/Program Files/ABB Industrial IT/Rebaotics IT/Mediapool/RobotWare_5.041

Backup Cancel
e @)

xx0300000441

O backup é nomeado de acordo com a data atual
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IRCS Programagdo Bdsica

IRC5 Programming Basic
Restore (4)

5
6

© ABB University -18

m Procedimento

Passo Acéao

Selecione o diretorio desejado

Pressione Ok

"k== ml(‘&i\’sl-W‘MSQI el

 Open Folder C:/PROGRAM FILES/ABE INDUSTRIAL IT/ROBOTICS IT/ME

Iié] I—EE] s o vy | hd
ama Trype Tiodoid
C1 BACKINFG Folder
57 HOME Folder
) RAPID Folder
i SYSPAR Folder

selected folder; [C2/PROGRAM FILES /ARG INDUSTRIAL 1T/ROBOTICS IT MEDI

~ [ ABC... oK Cancel

xx0300000444

Quando o Restore é feito , um warmstart é
realizado em seguida

Info/
llustracao
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